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CONSTRUCTION






RENOVATIONS TO ST. MARTIN’S HOME FOR THE LITTLE SISTERS OF THE POOR, CATONSVILLE, MD
MECHANICAL AND ELECTRICAL ADDENDUM NO. 2
November 4, 2010
      THE BID DATE FOR RECEIPT OF MECHANICAL AND ELECTRICAL      PROPOSALS IS EXTENDED TO THURSDAY, NOVEMBER 11, 2010 AT 2 PM

1. Reference Drawing M-503:  Flue sizing off of new boilers – provide 18” off of new boilers per the manufacturer’s requirements in lieu of the 16” shown.
2. Reference Drawing M-504 and M-702:  Provide shut off valves for the 5” natural gas serving the boilers.

3. In addition to the ductwork in the boiler room being internally lined, it shall be externally insulated.

4. Reference Drawing P-305:  Change the fixtures labeled on the drawing as P-X to P-4.
5. Reference Specification Section 15880, paragraph 2.19-K for the VAV Terminal Units (Single Duct) and paragraph 2.20-L for the VAV  Terminal Units (Single Duct with Hydronic Heat):  Trane is an acceptable manufacturer. 

6. Reference Specification Section 15950, paragraph 1.6-C-3:  Trane is NOT an acceptable manufacturer for the Automatic Temperature Controls.
7. A sound system and master clock systems are not included in the scope of work.
8. Reference Drawings P-303 and P-304-Domestic Water Mains:  Maintain pipe sizes identified by Notes 2, 3, 4 for water mains.

9. Reference Drawings P-302 and P-305:  Plumbing fixtures are not required in Rooms B-212 and E-212.  Provide Fixture Type P-7 in Tub Rooms B-243 and E-243

10. Reference Drawings M602 and M1003:  Question:  There are 2 control valves (V-3 and V-4) shown on the suction side of heating pumps P7 and P8 which are not referenced in the sequence of operation.  There are manual shut off valves already located in the suction line at these pumps.  Are these control valves required:  Answer by SVA:  No, they are not required.

11. Reference Drawing P-308: Note 15 is incorrect and should indicate a 4” cold water main.
12. Clarification:  Positive pressure vent piping shall be provided as outlined in Specification Section 15880 2.16A.  Delete all reference to welded black steel ducts and breaching insulation from Section 15880 2.16B and 2.16C.
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